
CRN# _______

NAMEPLATE RATINGS:

PART NUMBER RXHC8OK3F
MODEL RHC-80
POWER SUPLY WIRE SIZE _______

POWER VOLTS 480
CONTROL VOLT 120
PHASE 3
HZ 60
MAX. W.P 100

KILOWATTS 80

SAFETY LIMIT CONTROLS (REF:ASMECSD-1,CG-500)

MANUFACTURER CONBRACO

STEAM BOILER I~1
MAX. W. P. 100 PSIG (VALVE ASME PLATE)
CAPACITY 423 PPH (VALVE ASME PLATE)
SIZE 1/2 IN
REQUIRED CAPACITY (PPH = 3.5x kW) 210 PPH

OPERATIONAL TEST
LOW WATER CUTOFF PERFORMED BY

AUTO RESET N/A

MANUAL RESET iS

NATL.BD# 7a-~ ~ SERIAL#

CERTIFICATION & REPORTING (CG-500) CSD-1
OPERATIONAL TESTIELECTRIC AND STEAM

DATE (MIDIY) S I /~4 12015 ULFILE#E39545

WIRING DIAGRAM # REV

Model # 29-202A-100

HOT WATER BOILER D
MAX. W. P. __________ PSIG (VALVE ASME PLATE)
CAPACITY ________________ BTU/HR (VALVE ASME PLATE)
SIZE __________________ IN
REQUIRED CAPACITY (BTU/HR = 3412 x kW) ____________ BTU/HR
MAX. TEMPERATURE

DATE MANUFACTURER MODEL#

~c/,g/ifr REIMERS 04316

e/iw//sr TECMARK 3155-ED

s/tv/er TECMARK 3156-EC

dig/icr TECMARK 3156-EC

74L7fl- I ~rsw

HEATING ELEMENT TEST

Electra Steam, Inc.

P: 540-662-3811
F: 540-665-8101
sales@reimersinc.com

VOLTS 480 AMPS ______

TOTAL WATt 80K

CHECKOUT
1. APPEARANCE V
2. BLOWDOWN MAN V AUTO A
3. TRANSFORMER AIhci
4. CONDENSATE TANK V
5. CONTROLS V
6. FEED WATER VALVES V
7. INSTRUCTION MANUAL V
8. LEAK INSPECTION V

9.PAINT V
10. PANEL ‘-1
11. PIPES V

12. SHEET METAL ~
13. STEAM VALVE :v
14. STEAM GAUGE V
15. STRAINER ~‘
16. CHECK TORQUE ON TERMINAL STRIPS,

CONTACTORS AND FUSE BLOCKS Lw’

17. WARNING LABELS V

18. WATER GAUGE FITTINGS V
19. WIRE TERMINALS TIGHT ‘.‘

20.WIRINGDIA. ~J
21. ELEMENT QTY......S.......,.... .,

22. ELEMENT VOLT/KW.fl~a/.~O
23. NAMEPLATE V
24. JURISDICTION = VA
25. FUEL = ELECTRIC

4407 Martinsburg Pike
Clear Brook, VA 22624
www.reimersinc.com

DIELECTRIC VOLTAGE- WITHSTAND
TEST: (lAW U.L. 834)

VOLTS Q.$SQ SAT t/ UNSAT____
PERFORMED BY 13513 DATE sj1g/er

SAFETY RELIEF VALVE OPERATIONAL TEST PERFORMED

HYDRO TEST OF
E

P.S.I.G.
PERFORM
DATE __si7i1:~E~=—

DATE _______

PRESSURE CONTROLS

SETTING
PSI/°F

x
x

C

to
-Is-

HIGH LIMIT

OPERATING #1

OPERATING #2

TEMPERATURE CONTROLS
HIGH LIMIT N/A
OPERATING CONTROL

PART#

04316

04296

04163

04163

Representing Reimers Electra Steam, INC. (Name) ‘13RAo ~L/T
DATE____________ Signature________

5 Representing Installer Contractor (Name)

DATE_____________ Signature



0031110
Work Order Traveler
000IEDO.A.EDSTART 05)05/IS

Paga I
0031110

Work Order Trave er
SCHEDULED START 05/OS) I $

hoc 2

IM2E FOR: 1)04
PLN4FER:

DUEDATE. 0031110 D0.00DATE:
0031110

ITEMNUMOER: RXHC8OK3F QUANTiTY 1.00 ITEMNUK00ER: RXHCSOK3F QUANTITY: 1.00
DESCRIPTiON: BOILER RHC 80Kw 480V 3P11 lO0#S UNIT C$MZARUREMENT ~ 005COSp110N: BOILER RJIC 80Kw 480V 3PH ioo#s UMT 0€ MEASUREMENT ~

R.EVISON: 001 REVIEON: 001
OPTION CODE. OPTiON CODe

lEAKS FOR: uN
PLANPER:

QTV PART DESCRIPTION QTV PART DESCRIPTION

I 01614 BLOCK POW~ DISTRIOUTTON 3.200 I 04407 0000MDSTT.AP 04 BRAESPD
I 10374.7A ERACIS ELECTRICAL 0025204000) 23 01034 INSOLATiON r 3 4V 2 IOU FIB
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6 02244 C0341331T ALFLRX ,7pRSWA 927 I 07703 N0’RLE .3~X C BLACK DII
4 02244 CDI4OVITALFLEXIY9SWA.777 2 03290 01PPLESX6BLACKIII
4 02246 CONEXIIT(320100T0E 37700003 I 04520 B4PPLE Sr BRASS 5043 GPO

1 02252 CCRIT2IIITOSOE1RCT0R .77371R 5 03704 PBPPLESXCLOSEILACKP.IISA
4 02114 CONDUIT R23004ECTOR I.55 90000 I 02007 040)11 7727 0LACK PSI SAl
4 03910 COIIIX5IT SLEEVE I.75~ TAR IJLICS 3 01000 NIPPLE 772 LOSE BLACK ENS

I 0)445 CONOTACTDR 3SA 0 NV TI~ 0AJCSA ~ 0 92002 NIPPLE .7524 BLACK 000 SCI110SA
4 01530 CROITACTOR NA I NV 30 ULJCSA 0 02010 tOPPLE ClOSE BLACK ON 5490

I 20430 CONTTROLLPXO4314-ESC.L5O 9 00507 NIPPLErXCBLACKEISA.106
I 0)021 COUPUNO FUU. .7 OUT 3OROBSA I 02007 NIPPLE .152 CLOSE BLACS OIlily

I 05900 CROSS .7 BLACK MALLEABLE IRON I 92020 NIPPLE .2524 BLACK LII
I 94555 CROLOSIIRASSB4ICO39 SI 01121 OEIT.3125.1000ANIACOI,UCROWZ
I 04129 DECAL SlEET 14 01140 WIT .023.I I HEART 902 STOOL A
I 01105 0L00W.IYBRASS FES4ALRSIIE2C 4 01 047 PIPRPLUGSSQ045LHEADFROD
0 00094 EL00W.3~XI0DLO.OL.ACKMAU. I 04270 PI000000.75I6TTCOUNTLRS004K
4 91173 0010W 53009240. STROET BLACK 7 04163 PBSSIURE CONTROL 000 CIP03ATO0Q~
2 00045 IOUJOWflX9O 000. BLACK RIAL I 0CB4 FRISIUBE CONTROL OIl 009 0100

I 09097 EU9009 0.37 20015F41. BlACK MA I 10763 0007SUBSCONTROLERAICFOLDR-24
S 02907 0000W STREET .27909500.5962 I 02520 001SEUBS GAUGE S3• 4404(775
I 509194 A OOSCURIC9OXSUPR)RTSSXI.5 I 29I61A PROBECOVRRR3O.91I
I 2(00410 ELECTRICALIT4CLOS70052U 237 00 09342 ICREWJIS7.ILR.7SBILXPL.ATRD
I 10757 OUICTTRICALM4I.ASSV 45602000 4 09244 ICREW 0.322072002l4D ItO PLT0L
4 02002 LLSMENT490V 7OKW3PSTEAPV 0 I ROSA 011EILRIO.00(OS94PLETRNE0OI)

4 01022 P9.30000 GASKET 7 RING I sIam. EKID ROlLER 00KW R:RHSBIC S490
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I 03410 OAO9000I.AS29 55773027 PYREX 5 00904 TRLYBOACE 01A3.L3AOL50000 9
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QTR’ PART ERSCR3I’HOOI QTY PART IWSCRIPI1004

9 04304 TEE ROSLEEO BRASS .72.3’
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